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ELWHA Oct 2014 - WA-002666-2
INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

Cale
flow/daily, at
outfall 3078

flow/daily at
outfalt

	

cat
River

Flow - 1
TSS

Influent - 8
TSS Influent
Mess_Calc

TSS Effluent
5002

TSS Effluent
Mass_Calc

Mass NTE
Limit_cafc

NTH MGD CFS MGD CFS CFS mg/L. LbslDay mg1L Lbs/Day Ibslday
10/112014 63.8 28.34 43.8 1.60 2.5 314.0 53.8 12,714 906 12,116 9,908

10/12/2014 67 26.37 40.8 1.25 1.9 332.0 56.4 12,404 798 8,319 10,755
10/14/2014 682 25.15 38.9 1.96 3.0 488.0 462.2 96,928 5,652 92,390 130,069
10/15/2014 158 25.28 39.1 2.15 3.3 834.0 426.8 89,999 2,131 38,211 200,591.
10/16/2014 320 27.46 42.5 3.46 5.4 793.0 368.4 84,376 1,728 49,864 169,393
10/17/2014 199 26.01 40.2 2.55 3.9 1,208.0 479,8 104,080 3,944 83,877 324,153
10118!2014 407 25.61 39.6 2.97 4.6 739.0 501.6 107,152 2,744 67,968 213,769
10/1912014 256 29.53 45.7 2.62 4.1 747.0 300,8 74,074 2,584 56,462 128,531
10/2012014 607 22.03 34.1 2.42 3.7 1,775.0 539.0 99,049 6,036 121,823 528,540
10!2112014 373 23.03 35.6 2.56 4.0 2,560 - 0 937.0 179,985 6,600 140,913 1,317,207
1012212014 1658 26.76 41.4 8.12 12.6 4,640.0 1,739.0 388,165 28,540 1,932,752 4,486,150
10123/2014 4680 22.57 34.9 11.06 17.1 2,770.0 2,752.0 517,928 11,790 1,087,514 4,394,311
10124/2014 3068 18.61 28.8 7.39 11.4 2,825.0 2,500.0 388,019 13,650 841,285 3,962,414
10125/2014 1176 14.17 21.9 3.34 5.2 4,200.0 920.0 108,716 18,460 514,214 2,114,612
10/26/2014 2926 14.09 21.8 2.65 4.1 5,860.0 3,490.0 410,054 52,780 1,166,491 11,128,188
10/27/2014 1490 15.26 23.6 2.66 4.1 3,350.0 1,376.0 175,305 11,000 244,028 2,522,599
10/28/2014 938 15.48 23.9 2.61 4.0 5,510.0 1,444.0 186,377 8,320 181,105 4,330,884
10/29/2014 2659 16.90 26.1 2.76 4.3 3,440.0 1,662.0 262,410 11,390 264,079 3,506,108
10/30/2014 1454 16.78 26.0 2.66 4.1 4,710.0 1,552.0 217,130 8,380 185,905 3,985,045
10/31/2014 983 17.34 26.8 2.76 4.3 3,990.0 1,000.0 144,649 7,280 167,574 2,179,797

DAILY MAX 4,680.0 29.5 45.7 11.1 17.1 5,860.0 3,490.0 517,928 52,780 1,932,752 11,128,188
AVERAGE 1,208.3 21.8 33.8 3.5 5.4 2,554.3 1,138.0 182,976 104236 362,845 2,283,151
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November 25, 2014

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - OCTOBER 2014- ELWHA
WATER TREATMENT PLANT	 CORRECTED FOR TSS MASS LIMIT

Attn: PCS Data Entry Team

Please replace page 2 of 4 of the Elwha River October, 2014 DMR. There was an error
in the data set for total mass loading limits (TSS) on days when the River turbidity was
over 50 NTU. A cell that contained a formula for calculating the daily mass limit was
moved, resulting in errors in the source data spread sheet. The error affected the
Maximum Daily Average and Maximum Daily mass limits for TSS.

A corrected data sheet and page 2/4 of the DMR have been corrected and are being
resubmitted to replace the original submittals.

Please contact me if there are any questions or comments regarding the enclosed forms.

Sincerely,

Michael S Greene
EWF_Veolia Project Manager

CC:

	

Tracy Gilchrist, NPS
Sephora Harman, VNA

Enclosures:

	

EWF_DMR (corrected)_Oct 2014, Page 2 of 4
Table of values & mass limits for turbidity ?50 NTU
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